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Wat is onderhoud?

Onderhoud is het uitvoeren van alle activiteiten
gericht op het in de gewenste toestand houden
of, het weer in die toestand terug brengen van een
systeem zodat het de functie kan vervullen waarvoor
het ontworpen is.
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Soorten onderhoud

* Geen onderhoud
* Storingen

* Gebruik

* Toestand
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Datacenter

EN 50600-3-1:2016

d) Configuration management — logging and monitoring of configuration items;
e) Capacity management — monitoring, analysis, reporting and improvement of capacity.
7.2 Operations management

7.21 Purpose

The aim of operations management is to keep the data centre at ‘the status of normal operation.
Maintenance of infrastructure is carried out according to the supplier's maintenance plan. Monitoring is
implemented for detection of actual status and tailures, as well as to_support management processes, e.g.
energy management, lifecycle management, capacity management and availability management.
Operational parameters are adjusted according to the instructions provided in the handover documentation
referred to in Clause 6.

7.2.2 Activities

7.221 Maintenance

Operations management shall manage an overall maintenance plan for all infrastructure elements compliant
to the instructions of the vendor. Consolidation shall be carried out to minimize downtimes of structures of

resilience.

Information about scheduled and on-going maintenance shall be provided to incident management by
operations management.

When necessary, information to the customer is provided by customer management.
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Waarom een UPS?

UPS is used
to SOLVE the PROBLEMS of
POWER QUALITY DEGRADATION

Origins of Downtime — : :
o What is the cost of Downtime ?
Software  pygy
Fire Problems.
- <
s \
Hardware \ Lost revenue \‘f\\"
Fault Lost productivity W
Power Quality ANDialio
/' . Degradation
Floods Cost to replace lost data
Lost opportunity .‘Q\N-
Extreme ) Brand Damage \\\\
Weather conditions

33 % of downtime is due to Lost efficiency
POOR POWER QUALITY!!! Penalties due to contractual obligations
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UPS een commodity?
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Is een UPS alleen een UPS
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(*) To simplify the explanation H :
efficiency is supposed 100% Each unit pro‘"des 150kW =~ 600kW
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Onderhoud, wat past?

Dit is proces en productafhankelijk.
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Contactgegevens

e Bedrijfsnaam: Socomec

e Adres: Duwboot 12, Houten
 Telefoonnummer: 030 760 0911

* E-mailadres: info.nl@socomec.com
e Standnummer: 41
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